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SYMBOL DESCRIPTION
FIRE ALARM HORN/STROBE LIGHT-WALL MOUNTED SUCH THAT
KO THE ENTIRE LENS IS NOT LESS THAN 80" AND NOT GREATER
THAN 96" AFF.
FIRE ALARM STROBE LIGHT-WALL MOUNTED SUCH THAT THE
] ENTIRE LENS IS NOT LESS THAN 80" AND NOT GREATER THAN
96" AFF.
FIRE ALARM STROBE LIGHT-CEILING MOUNTED SUCH THAT THE
@) ENTIRE LENS IS NOT GREATER THAN 10-0" AFF.
FIRE ALARM HORN/STROBE LIGHT-CEILING MOUNTED SUCH
THAT THE ENTIRE LENS IS NOT GREATER THAN 10'-0" AFF.
MANUAL FIRE ALARM PULL STATION TO BE LOCATED WITHIN
5-0" OF THE EXIT DOORWAY OPENING. MIN. 42" AFF, MAX. 48"
AFF.
FACP
FIRE ALARM CONTROL PANEL
[ ]
FAA FIRE ALARM ANNUNCIATOR
[ ]
(s) SMOKE DETECTOR
@ HEAT DETECTOR
C—— SMOKE DUCT DETECTOR
FLOW SWITCH
TAMPER SWITCH

SPRINKLER TAMPER SWITCH

SPRINKLER FLOW SWITCH

TO ADDITIONAL FLOW
AND TAMPER SWITCHES 2

:

\ TO ADDITIONAL

® B s J
[ I TO ADDITIONAL

BASEMENT FIRE ALARM & LIFE SAFETY PLAN NOTES:

1. CIRCUIT ALL EXIT SIGNS ON EMERGENCY LIGHTING CIRCUIT SERVING THE SAME AREA
AHEAD OF ANY SWITCHING.

2. A CORRIDOR, ROOM, OR ADJACENT SPACE WITH TWO OR MORE VISIBLE NOTIFICATION
APPLIANCES WITHIN THE FIELD OF VIEW SHALL FLASH IN SYNCRONIZATION.

3. TIE ALL NEW FIRE ALARM DEVICES INTO EXISTING FIRE ALARM PANEL.

EXISTING
FACP

H

@W\H

'69EB'-8 [

EXA

EXA

INDICATING INITIATING DEVICES
APPLIANCES | TO SMOKE DAMPERS ‘
FIRE ALARM / (LOCATE IR | |
CONTROL NETWORK ROOM)
PANEL
(FACP) e
FIRE ALARM
SYSTEM REMOTE
/ ANNUNCIATOR
NOTE: (WHERE
TIE ALL NEW FIRE ALARM DEVICES TO REQUIRED)
EXISTING FIRE ALARM CONTROL PANEL.
> FIRE ALARM RISER DETAIL 1 BASEMENT FIRE ALARM & LIFE SAFETY PLAN
N.T.S. 1/8" =1'-0"
FULLY SPRINKLERED
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